High-voltage direct current (HVDC) lines with line-commutated converter (LCC) are being increasingly employed to transmit bulk wind power over long distance. However, this may cause the sub-synchronous torsional interaction (SSTI) between the wind farms and the LCC-HVDC system. The SSTI characteristics of wind farms with fixed-speed induction generator (FSIG) wind turbines connected to LCC-HVDC are investigated in this paper. To simplify the calculations, a modular modeling method is proposed for building the small-signal mathematical model of the investigated system. Small-signal analysis, participation factor analysis, and impact of dominant factors analysis are then applied to investigate the SSTI characteristics under different operating conditions. Three oscillation modes associated with the SSTI are identified in the entire system through small-signal and participation factor analysis, comprising two torsional modes and an electromechanical mode. Impact of dominant factors analysis shows that the system becomes less stable as the wind farm capacity grows and the distance between FSIG wind farm and the rectifier station increases. Moreover, the above analysis suggests that wind farms with FSIG connected to LCC-HVDC lines may not cause unstable SSTI. The electromagnetic transient simulations based on PSCAD/EMTDC (Power Systems Computer-Aided Design/Electromagnetic Transients including DC) verify these results.
Introduction
Due to the increasing energy demand and environmental issues, the number of wind farms is rapidly increasing in many countries [1] [2] [3] . At present, the most commonly employed wind turbine in the field of wind power generation are doubly-fed induction generator (DFIG) and direct-drive permanent-magnet synchronous generator (PMSG). Most of the newly constructed wind farms also employ more and more DFIG and PMSG, no longer adopting fixed-speed induction generators (FSIG). However, before the emergence of variable-speed wind turbine generators technology, FSIG were already widely used, and these FSIG-based wind farms are still in operation at present. Therefore, FSIG-based wind farms still have a certain percentage in the existing large-scale wind farms [3] [4] [5] [6] [7] .
To implement the large-scale integration of wind energy supplies, series compensation in existing line, and building of new AC line and high-voltage direct current (HVDC) lines with line-commutated converter (LCC) are currently being considered. However, series compensation may potentially induce subsynchronous resonance (SSR) which can cause shaft failures [8] . SSR is
System Modeling
The investigated system, given in Figure 1 , comprises FSIG-based wind farm with 500 WTGs, an equivalent AC system S 1 and a LCC-HVDC lines. It is assumed that the FSIG-based wind farm is an aggregation by many 750 kW single-cage squirrel cage IGs. The wind speed is assumed to be 12 m/s. The rated voltage of each induction generator is 0.69 kV. This assumption adopts the weighted admittance averaging method supported by several recent studies [6, [21] [22] [23] . Those studies indicate that this simplification is able to offer a reasonable equivalent model for SSTI stability research. The parameters of the IG given in Appendix A, Table A1 , are provided by actual wind farms in Northwest China.
The AC system is modeled as an equivalent voltage source S 1 and a series impedance R S + jX S . The LCC-HVDC transmission line is derived from the CIGRE (International Council on Large Electric systems) HVDC benchmark model [24] . The rated LCC-HVDC transmission power is 1000 MW and the transmission voltage level is 500 kV. Other parameters are given in Appendix A, Tables A2 and A3. The system with those parameters is hereafter named the Base case in this paper. FSIG-based wind farms under some certain conditions. This raises a question: whether this SSTI will cause the unstable operation of wind farms and LCC-HVDC, and what is the characteristic of this type of SSTI? The operators of FSIG-based wind farms and power grid are very concerned about this phenomenon. However, the current research on this aspect is very limited and cannot provide enough information. Aiming at this engineering issue, this paper focuses on SSTI between LCC-HVDC and FSIG-based wind farms. The characteristic of this type of SSTI is investigated in detail, by the methods of small-signal analysis and EMT simulations. The contributions of this work are shown as below: (1) a typical three-mass model of FSIG-based wind farms connected to LCC-HVDC lines is built. (2) To simplify calculations, a modular modeling method is proposed for building the small-signal mathematical model of the investigated system. When the system structure undergoes changes, resulting in changes in the state variables, the smallsignal model only needs to be changed slightly. ( 3) The characteristics of SSTI in FSIG connected to LCC-HVDC are explored. (4) The impact of dominant factors analysis is conducted, including mechanical parameters, wind farm capacity, controller parameters, and the distance between the rectifier side of LCC-HVDC and wind farms. The results of this paper build the foundation to improve the stability level of FSIG-based wind farms connected to LCC-HVDC.
The remainder of this paper is structured as below. In Section 2, the modeling of the whole system is established. Small-signal analysis and participation factor analysis are utilized to characterize SSTI in Section 3. Section 4 describes the impact of dominant factors analysis for the investigated system. The results of the small-signal analysis are validated by the simulations in Section 5. Section 6 discusses the risks of potentially unstable SSTI phenomenon for systems with wind farms-based FSIG wind turbines connected to LCC-HVDC lines. Section 7 summarizes the paper.
The investigated system, given in Figure 1 , comprises FSIG-based wind farm with 500 WTGs, an equivalent AC system S1 and a LCC-HVDC lines. It is assumed that the FSIG-based wind farm is an aggregation by many 750 kW single-cage squirrel cage IGs. The wind speed is assumed to be 12 m/s. The rated voltage of each induction generator is 0.69 kV. This assumption adopts the weighted admittance averaging method supported by several recent studies [6, [21] [22] [23] . Those studies indicate that this simplification is able to offer a reasonable equivalent model for SSTI stability research. The parameters of the IG given in Appendix A, Table A1 , are provided by actual wind farms in Northwest China.
The AC system is modeled as an equivalent voltage source S1 and a series impedance RS + jXS. The LCC-HVDC transmission line is derived from the CIGRE (International Council on Large Electric systems) HVDC benchmark model [24] . The rated LCC-HVDC transmission power is 1000 MW and the transmission voltage level is 500 kV. Other parameters are given in Appendix A, Tables A2 and  A3 . The system with those parameters is hereafter named the Base case in this paper. The system consists of four parts: (i) the shaft system, (ii) the induction generator (IG), (iii) the LCC-HVDC transmission line, (iv) the AC network. The mathematical modeling of each part is shown as follows.
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Modeling of the Shaft System
Generally speaking, the shaft system of a wind turbine generator consists of hub and blades, low-speed shaft, gearbox, high-speed shaft and generator rotor [18] . In this paper, it is represented as a three-masses spring system in Figure 2 [12] . The first two masses represent the blades and the hub, respectively; the third mass represents the gearbox and the generator. The system consists of four parts: (i) the shaft system, (ii) the induction generator (IG), (iii) the LCC-HVDC transmission line, (iv) the AC network. The mathematical modeling of each part is shown as follows.
Generally speaking, the shaft system of a wind turbine generator consists of hub and blades, low-speed shaft, gearbox, high-speed shaft and generator rotor [18] . In this paper, it is represented as a three-masses spring system in Figure 2 [12] . The first two masses represent the blades and the hub, respectively; the third mass represents the gearbox and the generator. The dynamic equations of this mass-spring system can be expressed as: The parameters of the mass-spring model of the turbine generator system are listed in Table 1 [12] . For the system here investigated, we assume zero damping coefficients for all self-damping and mutual damping. According to [12] , the torsional natural frequencies of this system calculated for the mass spring turbine generator are 0.609 Hz and 4.982 Hz. The dynamic equations of this mass-spring system can be expressed as:
where:
T w : wind turbine torque; T e : generator torque; H b , H h , H g : inertia of blades, hub and generator, respectively; D b , D h , D g : self-damping of blades, hub and generator respectively; D bh : mutual damping between blades and hub; D hg : mutual damping between hub and generator; ω b : Synchronous angular frequency; ω bl , ω h , ω g : rotational speed of blades, hub and generator respectively; K bh : spring constants between blades and hub; K hg : spring constants between hub and generator.
The parameters of the mass-spring model of the turbine generator system are listed in Table 1 [12] . For the system here investigated, we assume zero damping coefficients for all self-damping and mutual damping. According to [12] , the torsional natural frequencies of this system calculated for the mass spring turbine generator are 0.609 Hz and 4.982 Hz. Figure 3 shows the equivalent circuit of a squirrel cage IG with a shunt capacitor. Shunt capacitor C F is employed to provide the reactive power consumption for the FSIG-based wind turbine, as they do not include an internal excitation system. A detailed mathematical model of a single-cage IG in a d-q reference frame is given by Equation (3). Figure 3 shows the equivalent circuit of a squirrel cage IG with a shunt capacitor. Shunt capacitor CF is employed to provide the reactive power consumption for the FSIG-based wind turbine, as they do not include an internal excitation system. A detailed mathematical model of a single-cage IG in a d-q reference frame is given by Equation (3 
Modeling of the Induction Generator
The electromagnetic torque is expressed as:
Rs, Rr: Resistance of stator and rotor, respectively; Xm: Excitation reactance; Xsσ, Xrσ: Leakage inductance of stator and rotor, respectively; Te: Electromagnetic torque. 
Modeling of the LCC-HVDC Lines
R s , R r : Resistance of stator and rotor, respectively; X m : Excitation reactance; X sσ , X rσ : Leakage inductance of stator and rotor, respectively; T e : Electromagnetic torque.
The LCC-HVDC system is adopted from the CIGRE HVDC model. Figure 1 shows its typical configuration. Constant direct current and constant extinction angle control are employed on rectifier and inverter side, respectively. The differential equations of the DC transmission line are written in Equation (6) .
The block diagrams of rectifier and inverter control are given in Figures 4 and 5 , respectively. The differential equations of both sides are listed as Equations (7) and (8) The LCC-HVDC system is adopted from the CIGRE HVDC model. Figure 1 shows its typical configuration. Constant direct current and constant extinction angle control are employed on rectifier and inverter side, respectively.
The differential equations of the DC transmission line are written in Equation (6) .
The block diagrams of rectifier and inverter control are given in Figures 4 and 5 , respectively. The differential equations of both sides are listed as Equations (7) and (8) 
UdR, UdI: DC bus voltages of rectifier and inverter station, respectively; IdR, IdI: DC current injected from the rectifier and absorbed by the inverter;
Rd, Ld, Cd: DC line resistance, DC line inductance and DC-link capacitance, respectively; UCd: DC-link capacitor voltage. Krm, Trm: the gain and time constant of DC current measurement, respectively; IdRM, Iref: the measured DC current of rectifier and the reference dc current, respectively; KR, TR: the gain and time constant of proportion integration (PI) controller in rectifier current controller; α: the reference firing angle of rectifier side; δ: the extinction angle of inverter side. The LCC-HVDC system is adopted from the CIGRE HVDC model. Figure 1 shows its typical configuration. Constant direct current and constant extinction angle control are employed on rectifier and inverter side, respectively.
Modeling of the AC Network
Rd, Ld, Cd: DC line resistance, DC line inductance and DC-link capacitance, respectively; UCd: DC-link capacitor voltage. Krm, Trm: the gain and time constant of DC current measurement, respectively; IdRM, Iref: the measured DC current of rectifier and the reference dc current, respectively; KR, TR: the gain and time constant of proportion integration (PI) controller in rectifier current controller; α: the reference firing angle of rectifier side; δ: the extinction angle of inverter side.
U dR , U dI : DC bus voltages of rectifier and inverter station, respectively; I dR , I dI : DC current injected from the rectifier and absorbed by the inverter; α: the reference firing angle of rectifier side; δ: the extinction angle of inverter side.
The AC network comprises the equivalent voltage source S 1 , the reactive compensation capacitor C F , the AC shunt filter C B , and the AC transmission line, represented by resistance and inductance. A general mathematical description of the capacitor and the transmission line are as follows: Capacitor:
Transmission line:
State-Space Model of the Entire System
The conventional method for small-signal analysis has to refer all nonlinear equations and eliminate some differential equations to describe the entire system. A drawback of this method is the large amount of calculation required, especially when the investigated system is complex. In order to simplify the calculation, modular modeling method is proposed to build the small-signal model of the investigated system. Taking the capacitor of the AC system as an example, the procedures for modular modeling method are as follows
Step 1. Model linearization
The nonlinear equations describing the subsystems, given in Section 2, are expressed in the form of Equation (11) d
To study the system stability after suffering a small disturbance, it is necessary to build the linear model of the subsystem around the equilibrium point [25] . For the equilibrium point (x 0 ,u 0 ), the Equation (11) can be written as:
x 0 : the initial state vector; u 0 : the initial input vector.
After subjecting to small perturbations, the initial state vector x and the input vector u can be expressed by:
The new state must satisfy Equation (11) . Hence,
The functions Equation (11) can be expressed in the form of Taylor's series expansion. Assuming the perturbation is small enough, the second-and higher-order powers can be neglected. The Equation (14) can be expressed as:
Since Equation (12) , the linearization result is obtained. For the capacitor of the AC system, the linear equations can be written as:
Step 2. Small-signal model of subsystems
Based on the linear subsystems model as outlined in Step 1, the linear equations can be expressed in the form of the small-signal model. The state-space of a subsystem frame is given as:
where x is the state variable of the subsystem, u is the input variable, y is the output variable, A, B, C and D are all constant matrices. According to Equation (16), the A, B can be expressed as,
C, D are determined by the output variable y of the subsystem. For the capacitor of the AC system, ∆uc is the state variable and the output variable, ∆ic is the input variable. The state-space of the capacitor of the AC system can be written as:
Other subsystems have similar format. After determining the inputs and outputs of each module, the state-space model of each subsystem can be obtained. The input and output variables of every module are given in Figure 6 , which is also the interface between the modules. Figure 6 . Interfaces between the subsystems.
Step 3. Modeling of the entire system All subsystems described above are integrated, and the small-signal model for the entire system is developed through input/output interface and MATLAB function 'linmod' automatically.
The modular modeling method only requires the small-signal model of subsystems. The elimination process of the differential equations is automatically performed in MATLAB. In comparison with conventional methods, the modular modeling method requires a reduced amount of calculations and is less prone to errors.
Subsynchronous Torsional Interaction Analysis
Based on the linearized small-signal model presented in Section 2, small-signal analysis and Step 3. Modeling of the entire system All subsystems described above are integrated, and the small-signal model for the entire system is developed through input/output interface and MATLAB function 'linmod' automatically.
Based on the linearized small-signal model presented in Section 2, small-signal analysis and participation factor analysis are performed to investigate the SSTI of the system under study.
Small-Signal Analysis
The small-signal model of the entire system as derived in Section 2 can be described as:
where A ∈ R n×n is the coefficient matrix of the study system. The characteristic equation of the coefficient matrix is expressed in the form of Equation (23).
The state matrix A results in n eigenvalues. The system eigenvalues of the Base case are calculated with MATLAB using the small-signal model. There are 25 state variables, resulting in 25 eigenvalues. The modes associated with SSTI are shown in Table 2 .
The frequencies of the three modes are 4.982 Hz, 3.219 Hz and 0.187 Hz, respectively. Other modes with high oscillation frequencies are not considered for the SSTI analysis as they are strongly damped. As shown in Table 2 , real parts of the three modes associated with SSTI are negative. Therefore, the system of the Base case eventually settles down after suffering a small disturbance. 
Participation Factor Analysis
Based on the small-signal analysis results, the influence of different state variables on the modes associated with SSTI is studied through the participation factor analysis. The participation factor can reflect the relative contribution of a given state variable to the modes. For a system with n eigenvalues, it is defined as:
where U ki and V ki are the k-th elements of the left and right eigenvectors associated with the i-th mode, respectively. The state variables of the entire system are given in Table 3 . Figure 5 shows participation factor of the main oscillation modes. Figure 7a shows the participation factors for the Mode-1. It is highly sensitive to the shaft state variables, especially ω h and δ h . Other state variables have a small influence on this mode. The oscillation frequency of Mode-1 is 4.982 Hz, which is the same as the torsional natural frequency of 4.982 Hz, and thus it is named as Torsional-1 mode (Tor-1 mode for short). Figure 7b 
Impact of Dominant Factors on SSTI
In order to investigate the SSTI characteristics, we carry out in this section an analysis of the impact of dominant factors, including mechanical parameters, wind farm capacity, controller parameters and distance between FSIG-based wind farm and the rectifier station of LCC-HVDC.
Impact of Mechanical Parameters
The effect of inertia constants (Hb, Hh, Hg) and the spring constants (Kbh, Khg) on the oscillation modes are described in this section. Due to space limitations, only three cases are compared to investigate the SSTI characteristics. Tables 4 and 5 show the variations of the damping ratio and oscillating frequency of the main oscillation modes resulting from the parameter changes. The damping ratio is given as follows: Figure 7b shows the participation factors for the Mode-2. It is affected by the state variables of the shaft and also of the generator, especially ψ dr and δ g . The variations of torsional and electrical parameters have a great influence on this mode, which is considered as an Electromechanical mode (Electro mode for short). Figure 7c gives the participation factors for the Mode-3. It is mainly affected by the state variables of the shaft. Also, the rotor flux ψ r has a slight effect on this mode, and as a consequence the changes in electrical parameters have an effect on this mode. However, this effect is small if compared to the electromagnetic mode. This mode is another torsional natural mode, with an oscillation frequency of 0.187 Hz. It is then called Torsional-2 mode (Tor-2 mode for short).
Impact of Dominant Factors on SSTI
Impact of Mechanical Parameters
The effect of inertia constants (H b , H h , H g ) and the spring constants (K bh , K hg ) on the oscillation modes are described in this section. Due to space limitations, only three cases are compared to investigate the SSTI characteristics. Tables 4 and 5 show the variations of the damping ratio and oscillating frequency of the main oscillation modes resulting from the parameter changes. The damping ratio is given as follows:
where λ = σ + jω. The damping ratio ξ indicates the attenuation rate of the oscillation mode. The larger ξ is, the faster the oscillation decays. As shown in Table 4 , H b mainly affects the Tor-2 mode. When H b increases, the frequency of Tor-2 mode decreases and the damping ratio increases. H h has an effect on Tor-1 mode. When H h increases, the frequency of the Tor-1 mode reduces and the damping ratio increases. H g mainly affects the Electro mode. If H g increases, the frequency of the Electro mode decreases, and the damping ratio increases.
As shown in Table 5 , K bh mainly affects the Tor-1 mode. As the K bh increases, the frequency of Tor-1 mode increases and the damping ratio decreases. K hg has an effect on the Tor-2 mode. Along with the increase of K hg , the frequency of the Tor-2 mode is reduced and the damping ratio increases. Both K bh and K hg have little effect on the electromechanical mode.
The data analysis results are summarized as follows: the Tor-1 mode is very sensitive to H h and K bh . The Electro mode is sensitive to H g . The Tor-2 mode is sensitive to H b, and K hg . Therefore, an appropriate design of the mechanical parameters can help avoid some resonances and enhance the damping.
Impact of Wind Farm Capacity
The impact of wind farm capacity is now examined for the system under investigation. The number of the WTG is varied from 100 to 500, and the power of HVDC line is 1000 MW. Its impact on the system is examined by analyzing the eigenvalues of the three modes associated with SSTI, as depicted in Figure 8 . 
Impact of Controller Parameters KR and TR
Conventional thermal power sent out via LCC-HVDC transmission lines may potentially cause subsynchronous oscillation. In most cases it is related to the current controller of the rectifier station. In this section, the controller parameters at the rectifier side are considered for the SSTI analysis. The controller gain KR and TR are now changed from 0.1 to 100 respectively, and their nominal value is 1.0989 and 0.01092, respectively. Other parameters remain unchanged.
As KR increases, the eigenvalues of Tor-1 and Tor-2 mode move toward the right and become less stable, as shown in Figure 9a ,b. The frequencies of the two modes do not change. Figure 9c shows that the Electro mode becomes less stable and its oscillation frequency changes within narrow range. The results demonstrate that the damping of the system decreases when KR increases. As shown in Figure 8 , the wind farm capacity has a small effect on the frequency of the torsional modes. With the increase of the farm capacity, the oscillation frequency of the Electro mode decreases, and the damping of the three modes also decreases. Under this condition, the system becomes less stable if the wind farm capacity increases. However, since all three modes have a negative real part, the system does not experience unstable SSTI phenomenon within the range of variation considered here.
Impact of Controller Parameters K R and T R
Conventional thermal power sent out via LCC-HVDC transmission lines may potentially cause subsynchronous oscillation. In most cases it is related to the current controller of the rectifier station. In this section, the controller parameters at the rectifier side are considered for the SSTI analysis. The controller gain K R and T R are now changed from 0.1 to 100 respectively, and their nominal value is 1.0989 and 0.01092, respectively. Other parameters remain unchanged.
As K R increases, the eigenvalues of Tor-1 and Tor-2 mode move toward the right and become less stable, as shown in Figure 9a ,b. The frequencies of the two modes do not change. Figure 9c shows that the Electro mode becomes less stable and its oscillation frequency changes within narrow range. The results demonstrate that the damping of the system decreases when K R increases.
(a) (b) ( c) Figure 8 . Impact of the wind farm capacity (a) Tor-1 mode (b) Tor-2 mode (c) Electro mode.
Impact of Controller Parameters KR and TR
As KR increases, the eigenvalues of Tor-1 and Tor-2 mode move toward the right and become less stable, as shown in Figure 9a ,b. The frequencies of the two modes do not change. Figure 9c shows that the Electro mode becomes less stable and its oscillation frequency changes within narrow range. The results demonstrate that the damping of the system decreases when KR increases.
(a) (b) (c) Figure 9 . Impact of the current controller parameters: KR (a) Tor-1 mode (b) Tor-2 mode (c) Electro mode.
As TR increases, both the Tor-1 mode and Tor-2 mode vary in a narrow band, as shown in Figure  10a ,b. The Electro mode eigenvalues move left until the time constant reaches 2.5TR, and then return toward the right. The oscillating frequency of the Electro mode keeps increasing after 2.5TR while the time constant increases, as seen in Figure 10c .
All eigenvalues have a negative part, which indicates that the system has positive damping. Therefore, the system here investigated does not undergo unstable SSTI phenomenon within the range of variation of KR and TR. As T R increases, both the Tor-1 mode and Tor-2 mode vary in a narrow band, as shown in Figure 10a ,b. The Electro mode eigenvalues move left until the time constant reaches 2.5T R , and then return toward the right. The oscillating frequency of the Electro mode keeps increasing after 2.5T R while the time constant increases, as seen in Figure 10c . 
Impact of Distance between Wind Farm and Rectifier Station
The distance between the rectifier station of LCC-HVDC and the wind farm is changed by adjusting the parameter of the impedance of the line Xl, as shown in Figure 1 . The line impedance is varied between 0.1 p.u and 0.7 p.u. Figure 11 shows its impact on the oscillatory modes. When the distance increases, all the oscillation modes become less stable. The oscillation frequency of the Electro mode decreases, while the oscillation frequency of the Tor-1 mode remains unchanged. Changes in all modes indicate that the system becomes less stable as the distance between the rectifier station and the wind farm increases. All eigenvalues have a negative part, which indicates that the system has positive damping. Therefore, the system here investigated does not undergo unstable SSTI phenomenon within the range of variation of K R and T R .
The distance between the rectifier station of LCC-HVDC and the wind farm is changed by adjusting the parameter of the impedance of the line X l , as shown in Figure 1 . The line impedance is varied between 0.1 p.u and 0.7 p.u. Figure 11 shows its impact on the oscillatory modes. When the distance increases, all the oscillation modes become less stable. The oscillation frequency of the Electro mode decreases, while the oscillation frequency of the Tor-1 mode remains unchanged. Changes in all modes indicate that the system becomes less stable as the distance between the rectifier station and the wind farm increases.
The Figure 11 shows its impact on the oscillatory modes. When the distance increases, all the oscillation modes become less stable. The oscillation frequency of the Electro mode decreases, while the oscillation frequency of the Tor-1 mode remains unchanged. Changes in all modes indicate that the system becomes less stable as the distance between the rectifier station and the wind farm increases.
(a) (b) ( c) Figure 11 . Impact of the distance between the wind farm and the rectifier station (a) Tor-1 mode (b) Tor-2 mode (c) Electro mode.
Electromagnetic Transient Simulation Verification
To validate the results of Sections 3 and 4, electromagnetic transient simulations of the nonlinear system were conducted in PSCAD/EMTDC. The system and the controller parameters are the same as in the small-signal linearized model. A three-phase ground fault is simulated at the rectifier station shown in Figure 1 , which is started t = 29 s and cleared after 0.075 s. The rotational speed ω, electromagnetic torque Te and mechanical torque Tm are observed.
Verification of Small-Signal Model
Figures 12 and 13 illustrate the waveform and Fast Fourier Transformation (FFT) frequency spectrum of ω, Te and Tm for the Base case, respectively. As shown in Figure 12 , the ω, Te and Tm eventually settle down after suffering this fault. This agrees with the small signal results listed of Table 2 , where all eigenvalues have a negative part. As shown in Figure 13a ,b, rotational speed and electromagnetic torque disturbance are contributed by the Tor-1 mode, Electro mode and Tor-2 mode. The modal frequencies obtained from spectrum analysis closely match the eigenvalue analysis given in Table 2 
Electromagnetic Transient Simulation Verification
To validate the results of Sections 3 and 4, electromagnetic transient simulations of the nonlinear system were conducted in PSCAD/EMTDC. The system and the controller parameters are the same as in the small-signal linearized model. A three-phase ground fault is simulated at the rectifier station shown in Figure 1 , which is started t = 29 s and cleared after 0.075 s. The rotational speed ω, electromagnetic torque T e and mechanical torque T m are observed.
Verification of Small-Signal Model
Figures 12 and 13 illustrate the waveform and Fast Fourier Transformation (FFT) frequency spectrum of ω, T e and T m for the Base case, respectively. As shown in Figure 12 , the ω, T e and T m eventually settle down after suffering this fault. This agrees with the small signal results listed of Table 2 , where all eigenvalues have a negative part. As shown in Figure 13a ,b, rotational speed and electromagnetic torque disturbance are contributed by the Tor-1 mode, Electro mode and Tor-2 mode. The modal frequencies obtained from spectrum analysis closely match the eigenvalue analysis given in Table 2 . The frequencies obtained from spectrum analysis are 0.2 Hz (1.257 rad/s), 3.219 Hz 20.226 rad/s), and 4.6 Hz (28.902 rad/s), while the frequencies of the eigenvalues shown in Table 2 for the Base case are 0.187 Hz (1.175 rad/s), 3.2 Hz (20.106 rad/s) and 4.98 Hz (31.304 rad/s), respectively. Mechanical torque is contributed only by the torsional modes, as shown Figure 13c . Therefore, the results of electromagnetic transient simulation in this part confirm the accuracy of the small-signal analysis. rad/s), and 4.6 Hz (28.902 rad/s), while the frequencies of the eigenvalues shown in Table 2 
Impact of the Wind Farm Capacity
The small-signal analysis of the impacts of the wind farm capacity was also validated by the electromagnetic transient simulation. Figure 14 shows the rotational speed ω and electromagnetic torque Te for wind farms with capacities of 100, 200 and 300 WTGs, respectively.
As shown in Figure 14a , both rotational speed ω and electromagnetic torque Te oscillations were damped, and the system remained stable after a three-phase ground fault at the rectifier side. This also agrees with the results in Section 4.2, where all eigenvalues have a negative part. It also indicates that the system here investigated does not undergo unstable SSTI phenomenon within the tested range of parameters variation.
Meanwhile, the damping of the modes decreases as the capacity of the wind farm increases. As shown in Figure 14 , the rotational speed ω and electromagnetic torque Te require a longer time to restore the stability with the increase of wind farm capacity. The simulation results are in good agreement with the results of the small-signal analysis described in Section 4.2. 
The small-signal analysis of the impacts of the wind farm capacity was also validated by the electromagnetic transient simulation. Figure 14 shows the rotational speed ω and electromagnetic torque T e for wind farms with capacities of 100, 200 and 300 WTGs, respectively. 
Impact of the Mechanical Parameters
The small-signal analysis of the impacts of the mechanical parameters was also validated by the electromagnetic transient simulation. The rotational speed ω and electromagnetic torque Te with the effect of inertia constants Hg and the spring constants Khg are shown in Figures 15 and 16 , respectively.
As it can be seen from Figure 15 , when the inertia constants Hg increase, both the damping of the rotational speed ω and the electromagnetic torque Te will increase and have less oscillation. The system here investigated remains stable within the tested range of parameters variation due to the stable oscillation modes associated with SSTI. The simulation results are in good agreement with the results of the small-signal analysis described in Table 4 . The simulation verifications analysis of the spring constants Khg has similar results shown in Figure 16 . As shown in Figure 14a , both rotational speed ω and electromagnetic torque T e oscillations were damped, and the system remained stable after a three-phase ground fault at the rectifier side. This also agrees with the results in Section 4.2, where all eigenvalues have a negative part. It also indicates that the system here investigated does not undergo unstable SSTI phenomenon within the tested range of parameters variation.
Meanwhile, the damping of the modes decreases as the capacity of the wind farm increases. As shown in Figure 14 , the rotational speed ω and electromagnetic torque T e require a longer time to restore the stability with the increase of wind farm capacity. The simulation results are in good agreement with the results of the small-signal analysis described in Section 4.2.
The small-signal analysis of the impacts of the mechanical parameters was also validated by the electromagnetic transient simulation. The rotational speed ω and electromagnetic torque T e with the effect of inertia constants H g and the spring constants K hg are shown in Figures 15 and 16 , respectively.
The small-signal analysis of the impacts of the mechanical parameters was also validated by the electromagnetic transient simulation. The rotational speed ω and electromagnetic torque Te with the effect of inertia constants Hg and the spring constants Khg are shown in Figures 15 and 16, respectively. As it can be seen from Figure 15 , when the inertia constants Hg increase, both the damping of the rotational speed ω and the electromagnetic torque Te will increase and have less oscillation. The system here investigated remains stable within the tested range of parameters variation due to the stable oscillation modes associated with SSTI. The simulation results are in good agreement with the results of the small-signal analysis described in Table 4 . The simulation verifications analysis of the spring constants Khg has similar results shown in Figure 16 . The effects of other parameter changes on the SSTI were also studied by the electromagnetic transient simulations. The results, not shown here because of space limitations, also confirm the small-signal analysis of Section 4.
Risks Analysis of SSTI in FSIG-Based Wind Farms Connected to LCC-HVDC Lines
Based on the system studies described in this paper, risks analysis of SSTI for the study system is discussed in this section. The small-signal analysis in Section 3 indicates that the FSIG-based wind farms connected to LCC-HVDC lines could cause SSTI oscillation modes. There would be SSTI phenomenon for such system. However, even ignoring the shaft damping coefficients, the three oscillation modes still have negative real parts within the considered range of variation. Moreover, when the shaft damping of actual systems is taken into account, the overall positive damping will still be large. The dominant factors analysis in Section 4 also revealed that the system has positive damping under different operating conditions. The simulations in Section 5 show that the oscillation eventually is damped out after a short time period, even for the most severe three-phase ground fault As it can be seen from Figure 15 , when the inertia constants H g increase, both the damping of the rotational speed ω and the electromagnetic torque T e will increase and have less oscillation. The system here investigated remains stable within the tested range of parameters variation due to the stable oscillation modes associated with SSTI. The simulation results are in good agreement with the results of the small-signal analysis described in Table 4 . The simulation verifications analysis of the spring constants K hg has similar results shown in Figure 16 .
The effects of other parameter changes on the SSTI were also studied by the electromagnetic transient simulations. The results, not shown here because of space limitations, also confirm the small-signal analysis of Section 4.
Based on the system studies described in this paper, risks analysis of SSTI for the study system is discussed in this section. The small-signal analysis in Section 3 indicates that the FSIG-based wind farms connected to LCC-HVDC lines could cause SSTI oscillation modes. There would be SSTI phenomenon for such system. However, even ignoring the shaft damping coefficients, the three oscillation modes still have negative real parts within the considered range of variation. Moreover, when the shaft damping of actual systems is taken into account, the overall positive damping will still be large. The dominant factors analysis in Section 4 also revealed that the system has positive damping under different operating conditions. The simulations in Section 5 show that the oscillation eventually is damped out after a short time period, even for the most severe three-phase ground fault disturbances.
Both small-signal analysis and electromagnetic transient simulations show that wind farms with FSIG connected to LCC-HVDC lines do not generate SSTI instabilities. Therefore, it is not necessary to plan a subsynchronous damping controller (SSDC) for real systems.
Conclusions
In this paper, a detailed SSTI analysis was carried out for a FSIG-based wind farm connected to LCC-HVDC lines. A comprehensive small-signal mathematical model was established by modular modeling method. Three main oscillation modes associated with SSTI were identified in the entire system by small-signal analysis, including two torsional modes and an electromechanical mode. The dominant factors analysis demonstrated that a system with a higher wind farm capacity or a longer distance between the wind farm and the rectifier station is more susceptible to drive the system less stable. The results indicate that wind farms with FSIG-based connected to LCC-HVDC lines may not induce unstable SSTI phenomenon. In addition, the results were verified by electromagnetic transient simulations in PSCAD/EMTDC. The analysis results of this paper offer the foundation for future study of the stability in wind farms with FSIG wind turbines connected to LCC-HVDC.
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Appendix A

Parameters (pu)
R e 0 X e 0.14 R S1
0.0225 X S1
0.424 C R 0.4015
